
DEPARTMENT OF PUBLIC WORKS

SPRINGFIELD, MO.

ADOPTED:

TS-2

PREFORMED PULL BOXES
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clean stone drain

18" deep min.
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DIMENSIONS

9" Thick concrete

pad 12" all sides

TYPE I TYPE II TYPE III

17" 24" 30"

48"36"30"

28" 30" 36"

Notes:

1. Preformed pull boxes shall be used unless

otherwise specified on the plans.

2. Lift opening is required on all covers.

3. All demensions are nominal.

4. If extensions are needed, they shall be

compatable and from the same manufacturer.
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(4 Typ)
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Stainless steel or brass

Penta-head bolts

(2 required)
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Stainless steel

or brass

Penta-head bolts

(2 minimum)

Two piece

interlocking

cover

Skid resistant

 surface

Type III
Type I & II

12"

9"

12" Min.

18" Min.


