INSIDE DIAMETER

RAM—NEK

WATERSTOP
AROUND PI PK

NEW SEWER PIPE IN

EXIST. SANITARY
SEWER PIPE

2

#4 BARS @ 12" CENTERS E/W

EXISTING PIPE.

PRECAST MH WITH KNOCKOUTS.
FILL AROUND ALL KNOCKOUTS
WITH NON—SHRINK GROUT.

/_CUT AWAY TOP 3 PORTION OF

POUR BASE AND INVERT
MONOLITHIC.

CONC BLOCKS TO SUPPORT MH
BARREL WHILE BASE AND INVERT
ARE POURED.

BEDDING MATERIAL CAN
BE USED AS LEVELING
COURSE

UNDISTURBED EARTH
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SPRINGFIELD, MO.

NEW MANHOLE ON
EXISTING LINE
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